With the grid-connected operation of large-scale wind farms, the contradiction between supply and demand of power systems is becoming more and more prominent. The introduction of multiple types of flexible resources provides a new technical means for improving the supply-demand matching relationship of system flexibility and promoting wind power consumption. In this paper, multi-type flexible resources made up of deep peak regulation of thermal units, demand response, and energy storage were utilized to alleviate the peak regulation pressure caused by large-scale wind power integration. Based on current thermal plant deep peak regulation technology, a three-phase peak regulation cost model of thermal power generation considering the low load fatigue life loss and oil injection cost of the unit was proposed. Additionally, from the perspective of supply-demand balance of power system flexibility, the flexibility margin index of a power system containing source-load-storage flexible resources was put forward to assess the contribution from each flexibility provider to system flexibility. Moreover, an optimal dispatching model of a multi-energy power system with large-scale wind power and multi-flexible resources was constructed, aimed at the lowest total dispatching cost of the whole scheduling period. Finally, the model proposed in this paper was validated by a modified RTS96 system, and the effects of different flexibility resources and wind power capacity on the optimal scheduling results were discussed.
Introduction
As the proportion of renewable generation in the power system increases, wind power will become one of the most important pillars of power supply. The total installed capacity of wind power generation has reached 539.58 GW globally, with 52.57 GW added in 2017 alone [1] . However, due to the uncertain and variable characteristics of wind power, it poses major challenges for power system reliability and the consumption of this energy source, calling for adequate flexibility to match the increasing integration of wind power [2] [3] [4] .
In order to comprehensively improve the flexibility of the power system to adapt to the integration of a high proportion of wind power, it is necessary to gradually reduce the redundant planning capacity of conventional thermal power units and improve the flexible peaking power plant (pumped storage, gas-fired power stations, etc.) proportion of the power supply structure, and meanwhile to increase the energy storage power supply and the flexibility response on the demand side to improve the flexibility of the system [5, 6] . Therefore, the utilization of flexible resources with good regulation performance to ensure sufficient flexibility of a power system is of great significance for improving the ability of the system to effectively consume wind power and for achieving the goal of the clean power system in the future.
To date, a lot of studies have been carried out to study the economic dispatch of wind power and various flexible resources. Mathiesen et al. [7] and Dui et al. [8] proposed a coordination optimal model of energy storage in a power system which accommodated a high penetration of wind power to deal with the peak shaving problem of the system and increase the consumption of wind power. In Hajibandeh et al. [9] and Gao et al. [10] , the influence of demand response on a wind-integrated power system considering participation of the demand side was analyzed; simulation results showed that introducing demand response could reduce the operational cost and improve generation adequacy. Liu et al. [11] constructed a two-stage stochastic model which combined price-based demand response and incentive-based demand response to enhance wind power consumption capacity of a system. Lin et al. [12] carried out research on deep peak regulation and its benefit to thermal units in a power system with integrated, large-scale wind power. Yang et al. [13] developed a novel, multi-objective unit commitment method considering the deep peak regulation of thermal units, which was regarded as an important measure for coping with significant wind power penetration. In Deng et al. [14] , an optimal scheduling model for wind power systems with demand response and peak regulation of thermal units was established from the improvement of source and load flexibility; the simulation results illustrated that the demand response and deep peak regulation of thermal units could effectively improve the capacity of consumption of wind power. Zhong et al. [15] built a two-stage scheduling optimization model containing demand response and energy storage to improve a system's wind power consumptive capacity. Su et al. [16] brought forward the power supply flexibility margin index, and constructed a multi-source coordinated scheduling model for power systems containing wind power, hydropower, gas power, and thermal power flexibility resources.
Although the existing references have made some progress on coordinated dispatching of wind power and flexible resources, there are still some shortcomings: (1) The existing references take just one or two kinds of flexible resources into consideration, but not enough attention has been paid to optimal dispatching of wind power and source-load-storage multi-type flexible resources. In fact, facing the future high proportion of renewable energy, one or two kinds of flexible resources alone may not be able to meet the flexible demand caused by the great uncertainties in both source and load. Combining the advantages of the deep peak regulation of thermal units, energy storage, and demand response is a key element needed to improve flexible adjustment performance and the wind power consumptive capacity of systems; (2) there is no practical quantitative evaluation index for the flexibility of power systems with multi-type flexible resources of source-load-storage which can be used to quantify the adjustment ability of source-load-storage flexible resources and the flexibility of system operation. Therefore, the objective of this paper was to achieve the coordinate optimization of large-scale wind power and multi-type resources, while putting forward an effective flexibility index to assess the flexibility of systems' operation. The major contributions of this paper are summarized as follows:
1.
Considering the low load fatigue life loss and oil injection cost of the unit, a three-phase peaking cost model of thermal power generation was established; 2.
The flexibility margin index of power system containing the flexible resources of source-loadstorage has been proposed, which can be employed to evaluate the adjustment potential of various flexible resources and the flexibility of system operation; 3.
With the objective of minimizing the total dispatching cost, an optimal power system dispatching model, which contains multi-flexible resources such as thermal power deep peak regulation, demand response, and energy storage, was established. 
Three-Stage Peak Regulation Cost Model for Thermal Units
According to the operation status and energy consumption characteristics of thermal power units, the peak regulation process can be divided into three stages: regular peak regulation (RPR), deep peak regulation without oil (DPR), and deep peak regulation with oil (DPRO) [12] , which are all shown in Figure 1 .
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In the RPR stage, the peak regulation energy consumption cost of the thermal power unit is composed of the operating coal consumption cost, which is usually calculated by coal consumption characteristics. Therefore, the operating coal consumption cost of thermal power units is as follows:
where a, b, and c are the coefficients of unit consumption characteristic function, and Coal S is the unit price of coal in the current season. At the stage of DPR, the depth peaking cost of thermal power units ( ) coal F P consists of two parts: operating coal consumption cost and life loss cost. At this stage, significantly suppressing the power of a thermal unit results in high thermal stresses in its rotor shaft, and the alternating high thermal stresses result in low-cycle fatigue wear and creep wear, which in turn lead to significant deformation and even the fracture of the unit, and thus reduce its service life [13] . The fatigue life of the rotor of the unit is mainly expressed by the cracking cycle [17]:
where unit S is the cost of purchasing the unit, f N is the number of cycles to failure of the rotor, Q E is the elastic modulus of the material, a σ is the stress at the calculated point, w σ is the fatigue strength limit of the material, and φ is the section shrinkage factor of the material. At the stage of DPRO, the peaking cost, in addition to the cost of the DPR stage, also needs to take into account the cost of oil production oil F :
where oil S is the fuel consumption for the unit to stabilize the fuel, and oil p is the oil price for the season.
In summary, it can be concluded that the operating costs of thermal power units in different peaking stages are different. The three-stage peaking cost of thermal units can be expressed as Equation (5) .
F P P P P F P F P F P P P P F P F P F P P P (5) Figure 1 . Three-stage peaking regulation process of thermal power unit: P max is the maximum output of the unit, P min is the minimum technical capacity of the unit at the stage of regular peak regulation (RPR), P a is the minimum rated capacity of the unit at the deep peak regulation without oil (DPR) stage, and P b is the minimum stable output at the deep peak regulation with oil (DPRO) stage.
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where S oil is the fuel consumption for the unit to stabilize the fuel, and p oil is the oil price for the season. In summary, it can be concluded that the operating costs of thermal power units in different peaking stages are different. The three-stage peaking cost of thermal units can be expressed as Equation (5) . 
Flexibility Margin of Power System
The term flexibility is defined as the ability of a power system to cope with variability and uncertainty in both generation and demand [18] . To maintain a safe and reliable power supply capability in modern power systems, the system requires that the flexibility of all types of resources be greater than the level of flexibility demand at any time. The power system flexibility margin index and its quantitative calculation method are developed in this section on the basis of flexibility supply and flexibility demand balance mechanisms.
Analysis of Flexibility Resource
In the process of operation of a power system, all adjustment methods that could cope with fluctuations and uncertainties can be flexible resources, which may be derived from the generation side, the load side, or energy storage. The flexible resources involved in this paper include thermal power units, demand response, and energy storage. The generation side is capable of adjusting the thermal unit to offer flexibility. The load side mainly improves the flexibility of the power system through demand response. Energy storage provides flexibility through the shift of power supply and demand time.
Flexibility of Thermal Power Units
Due to the directionality of flexibility, when load and renewable energy power fluctuations lead to power shortage or surplus in the system, the thermal unit is able to provide upward and downward adjustment capacity for the system within its output range during the dispatch period. Normally, the regulation capacity of thermal power units is 50%P N . After entering the deep peaking state, the thermal power can provide greater downward-regulation flexibility for the system.
If the power of the thermal power unit i at the time t is P G,i,t , then the maximum output power of the unit, the minimum output power of the unit at the RPR stage, and the minimum stable output power at the DPRO stage are P G,i,max , P G,i,min , and P G,i,b ; the upward-regulation flexibility provided by the thermal power unit for the system is Equation (6); the downward-regulation flexibility that can be provided by the conventional unit is Equation (7); and the downward adjustment flexibility for the deep peaking unit is Equation (8) .
where R up i,max and R down i,max represent the maximum upward and downward ramp rates for the unit i, and ∆t is the system scheduling time scale.
Flexibility of Demand Response
Demand response (DR) is a form of power supply and demand interaction based on the electricity price signal or the incentive mechanism wherein the user changes the inherent power consumption mode to change the power load [19] . According to the different response modes of users, DR can be divided into two types: price-based DR and incentive-based DR. Usually, incentive-based DR can be used as a direct scheduling resource to perform joint power dispatching optimization, but the response bias of price-based DR is greatly affected by the response elastic coefficient and the excitation level, and thus, direct scheduling decisions cannot be made. Therefore, this paper mainly considered incentive-based DR.
Incentive-based DR refers to a situation where the user responds to the dispatch center interrupt load request at a specific time according to the signed contract, reduces or interrupts the power consumption, and obtains corresponding economic compensation [20] . When the system dispatcher issues an interrupt command to the user, the user should consciously respond with load reduction, and the load relationship before and after the reduction is
where P L0,t and P L1,t are the load demand before and after the load is reduced in period t, N IL is the number of interruptible users, µ n,t is the state variable of the interruptible user n in period t, the value of 1 indicates that the load is in an interrupted state, the value of 0 indicates that the load is not interrupted, and P IL n,t is the interruptible load of the user n in period t. The interruptible load can be integrated into the virtual power plant to participate in the system operation during the scheduling process. The single interruptible load can be regarded as the unit in the virtual power plant. The flexibility of the upward and downward regulation that can be provided by the interruptible load is
Flexibility of Energy Storage
The state of charge (SOC) of the battery energy storage system (BESS) is a parameter of great importance in the process of charging and discharging, which reflects the ratio of the remaining capacity of the BESS to the total capacity in the current period [21] . The formula is as follows:
where S BESS,t is the charging state of the BESS in period t, γ is the charging and discharging efficiency of the BESS, E B is the maximum capacity of the BESS, P B,t is the charging and discharging power of the period BESS; when its value is greater than 0, it is the discharge power, and when it is less than 0, it is the charge power. η c and η d are the charging and discharging efficiency of the battery energy storage, respectively, η B,t is the charging and discharging efficiency of the BESS in period t, the value of which is related to the charging and discharging state of the BESS, and the specific calculation method is as shown in Equation (12). As a kind of flexible resource, the flexibility of the upward and downward regulation offered by energy storage can be controlled by the state of charge as well as by the charge and discharge strategy. The specific calculation method is as follows:
where P up B,t and P down B,t are the upward-regulation flexibility and the downward-regulation flexibility provided by the energy storage device, P C and P D are the maximum charging and discharging power of the energy storage device, and S BESS,max and S BESS,min are the upper and lower limits of the SOC. 
Analysis of Flexibility Demand
Before a fluctuating power supply such as wind power is connected to the power grid, the uncertainty of the power system mainly comes from load changes and unexpected disturbances caused by conventional power failure. Large-scale wind power integration brings more uncertainty to the power system after it is connected to the power grid. The power system flexibility demand studied in this paper was mainly in accordance with load climbing, the inaccuracy of load, and wind power forecasting.
The demand for up or down flexibility of the system at a certain moment is mainly determined by the demand of load climbing up or down at the next time, and the prediction error level of the load and wind power. The specific mathematical expressions are as follows:
where P up dm,t and P down dm,t are the demand for upward regulation and downward regulation flexibility of the system in period t, L t is the predicted value of the system load in period t, P W,t is the predicted value of the wind power in period t, ξ up and ξ down are the demand coefficients for the upward and downward adjustment due to the load prediction error, and λ up and λ down are the demand coefficients for the upward and downward adjustment due to the wind prediction error.
Index of Flexibility Margin
Based on the above description of system flexibility supply and demand, the power system flexibility margin indicator was defined as the difference between the sum of the system flexibility resource supply and the flexibility demand. Since the flexibility supply and demand are both directional, correspondingly, the flexibility margin also has two directions, up or down, as defined below.
where P up
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Objective Function
The model established in this paper is for joint scheduling optimization of thermal units, interruptible loads, and energy storage, and aims minimize the total dispatching cost of the system, including the fuel cost of power generation, start-stop costs of thermal power units, penalty costs for wind abandonment and loss of load, and the cost of compensation for load interruption. The load interruption compensation cost refers to the economic compensation cost for the users who reduce the load, which is generally a quadratic function [22, 23] . 
where N G is the number of the thermal unit; a i , b i , and c i are the cost coefficients of the thermal unit i; F G is the fuel cost for power generation; F QT is the start-stop cost; u G i,t is the on/off status of unit i in period t; S QT,i is the start and stop cost for thermal unit i; F W is the penalty cost for wind abandonment; C W is the cost coefficient for wind abandonment; P LOSS W,t is the abandoned wind power of the system in period t; F L is the penalty cost for loss of load; P LOSS L,t is the loss of load in period t; C L is the penalty cost coefficient for loss of load; F DR is the cost of compensation for load interruption; and K 1n and K 2n are the quadratic coefficient and the first term coefficient of the compensation cost.
Constraints
Multi-energy power systems with large-scale wind power and multi-flexibility resources should meet the following constraints on the basis of meeting the operational constraints of conventional units.
1. Electric power balance constraint of the whole system in each period t.
where P W,t is the wind power in period t.
Minimum and maximum output constraints of conventional units in each period
3. Minimum and maximum output constraints of the deep peaking unit in each period t.
4. Battery energy storage operation constraints in each period t.
where E B,T is the battery power value stored in period t, E B is the rated power capacity for the battery energy storage, and E B,min is the limited minimum power capacity for the battery energy storage. Equation (26) is the energy state constraint of the energy storage device, Equation (27) is the output power constraint of battery energy storage, and Equation (28) indicates that the remaining capacity of the battery energy storage needs to be consistent for starting and ending time. 
where P IL.max n and P IL.min n are the maximum and minimum interruptible power of interruptible users n in period t, T on n,t indicates the continuous interrupted time of interruptible user n in period t, T on n,min and T on n,max are the minimum interruptible time and maximum interruptible time for the user n, and N IL.max n is the maximum number of interrupts for the user throughout the scheduling cycle. Equation (29) is the maximum and minimum interruptible amount constraint for each interruptible user, Equation (30) is the interruptible time constraint of the interruptible user, and Equation (31) is the maximum interruptible number constraint of the interruptible user.
Solution Methods
Considering that the operating cost of the peak regulation of a thermal unit is a nonlinear function, the quadratic programming model could not be directly solved by the CPLEX solver. Using the method described in Reference [24] , the nonlinear constraint in the coal consumption cost function was converted into a linear function, where Equation (5) is rewritten as Equation (33).
Accordingly, Equation (33) linearized was equivalent to the following inequality constraint:
For the linearized model, this paper employed commercial optimization software CPLEX to solve it on the platform of MATLAB.
Case Study
Basic Data
A simulation study of a modified IEEE-RTS96 system consisting of 26 units with 3105 MW total installed capacity and 2700 MW maximum load was carried out. The detailed data of the 26 units and the traditional load profile were obtained from Reference [25] , the conventional units were peaked at 50% rated power, and two sets of 300 MW unit participated in deep peak regulation with 70%P N peaking depth. A wind farm with a total capacity of 800 MW was integrated into the system; the curves of load and wind power output are shown in Figure 2 . Cost coefficients for wind abandonment and loss of load were set to 100 $/MWh and 1000 $/MW [8] . Some important parameters of battery energy storage and interruptible load are listed in Table 1 [26, 27] . In addition, following Reference [16] , we further assumed that the parameters of the value function were ξ up = ξ down = 0.05, and λ up = λ down = 0.1. curves of load and wind power output are shown in Figure 2 . Cost coefficients for wind abandonment and loss of load were set to 100 $/MWh and 1000 $/MW [8] . Some important parameters of battery energy storage and interruptible load are listed in Table 1 [26, 27] . In addition, following Reference [16] , we further assumed that the parameters of the value function were = =0.05 
Comparative Analysis of System Scheduling Results in Different Cases
In order to compare the impact of different flexible resources on the economics of windintegrated systems and the consumption of wind power, this paper compared and analyzed the operation of the following five scheduling cases. 
In order to compare the impact of different flexible resources on the economics of wind-integrated systems and the consumption of wind power, this paper compared and analyzed the operation of the following five scheduling cases.
Case 1: The thermal units are in conventional peak regulation, and there is no other flexible resources. Case 2: Two 300 MW thermal units are in deep peak regulation and there is no other flexible resources. Case 3: With the demand response resources, the thermal units are in conventional peak regulation. Case 4: With energy storage resources, the thermal units are in conventional peak regulation. Case 5: Containing energy storage and demand response resources, two 300 MW thermal units are in deep peak regulation. Table 2 presents the operational indicators of the system in different scheduling cases. In addition, the optimization results of the upward-regulation and downward-regulation flexibility margins of the system are illustrated in Figure 3a Note that including the three flexible resources of deep peak regulation, energy storage, and demand response could improve the economics and flexibility of the whole system. Compared with Case 1, the total dispatching costs of Case 2, Case 3, and Case 4 were reduced by 9.67%, 9.36%, and 10.09%. Additionally, it was observed that the system's upward-regulation and downwardregulation flexibility margins were also improved, which accounts for improvement of wind power consumption. Comparing the system flexibility margins in different scenarios in Table 1 , it can be seen that Case 1 had poor system regulation performance due to the fact that only the thermal unit was in the conventional peak regulation mode, and it did not contain other flexible resources. It is worth noting that owing to lack of flexibility in the system's upward adjustment, the value of the upwardregulation flexibility margin of the system was negative in Case 1 from 17:00 to 20:00, during which the load was at peak and the wind power was low. Additionally, when the load was low and the wind power was large from 1:00 to 6:00, the value of the downward flexibility margin of the system was also negative, due to a lack of flexibility in the system's downward-regulation adjustment.
In Case 2, the two 300 MW units played an important role in deep peak regulation from 1:00-6:00, leading to the penalty cost of wind abandonment reducing from $138,000 to $24,000. It is worthwhile to analyze that compared with the energy storage resources, the downward adjustment space provided by the deep peak regulation of thermal unit was more sufficient, and the promotion effect on the wind power consumption was more significant. When the units were in deep peak regulation, although additional unit life loss cost and oil injection cost were added, taking measures of deep peak regulation could further improve system flexibility and reduce system start-stop cost. Note that including the three flexible resources of deep peak regulation, energy storage, and demand response could improve the economics and flexibility of the whole system. Compared with Case 1, the total dispatching costs of Case 2, Case 3, and Case 4 were reduced by 9.67%, 9.36%, and 10.09%. Additionally, it was observed that the system's upward-regulation and downward-regulation flexibility margins were also improved, which accounts for improvement of wind power consumption.
Comparing the system flexibility margins in different scenarios in Table 1 , it can be seen that Case 1 had poor system regulation performance due to the fact that only the thermal unit was in the conventional peak regulation mode, and it did not contain other flexible resources. It is worth noting that owing to lack of flexibility in the system's upward adjustment, the value of the upward-regulation flexibility margin of the system was negative in Case 1 from 17:00 to 20:00, during which the load was at peak and the wind power was low. Additionally, when the load was low and the wind power was large from 1:00 to 6:00, the value of the downward flexibility margin of the system was also negative, due to a lack of flexibility in the system's downward-regulation adjustment.
In Case 2, the two 300 MW units played an important role in deep peak regulation from 1:00-6:00, leading to the penalty cost of wind abandonment reducing from $138,000 to $24,000. It is worthwhile to analyze that compared with the energy storage resources, the downward adjustment space provided by the deep peak regulation of thermal unit was more sufficient, and the promotion effect on the wind power consumption was more significant. When the units were in deep peak regulation, although additional unit life loss cost and oil injection cost were added, taking measures of deep peak regulation could further improve system flexibility and reduce system start-stop cost. Furthermore, part of thermal power output was replaced with wind power, which contributed to reducing the cost of thermal power generation as well as the total scheduling cost.
In Case 3, the incentive demand response interrupted part of the load during the peak load period, which reduced the startup of the unit; meanwhile, upward-regulation standby demand of the system and penalty cost for loss of load were decreased. As for Case 4, due to the access to energy storage, the system's chargeable and retractable operating characteristics played a prominent role in transferring wind energy abandoned from 1:00-6:00 into high-value electric energy during the peak load period, which helped to reduce the cost of generating electricity and increase the consumption of wind power in the system. At the same time, the fast response capability of the energy storage improved the adjustable capacity of the system. Therefore, the flexibility of the system's upward and downward adjustment in Case 3 was more sufficient than that of Case 1.
For Cases 2 and 4, although the peak regulation of thermal units and energy storage enhanced the system's downward adjustment capability, the downward adjustment capability provided by one kind of flexible resource was limited, which led to the system having a poor downward-regulation flexibility margin from 1:00-6:00. For Cases 3 and 4, the demand response and energy storage had an important impact on increasing the system's upward adjustment capability, while there was still a certain lack of upward-regulation adjustment capability during the peak load period (19:00-21:00), and the system's wind abandonment was also serious.
As can be seen from Figures 4 and 5 , in Case 5, due to the introduction of multiple flexible resources, the flexibility of the system was sufficient to respond to the flexibility demand brought by load ramping, load, and wind power prediction bias. When the load was low and the wind power was large, the thermal power unit was in deep peak regulation and the energy storage is charged, which improved the ability of the system to adapt to wind power and reduced the wind abandonment of the system. When the load was at peak and the wind power was low, part of the load was in an interrupted state and the stored energy was discharged, which relieved the load pressure at the peak time and reduced the system's loss of load.
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As can be seen from Figures 4 and 5 , in Case 5, due to the introduction of multiple flexible resources, the flexibility of the system was sufficient to respond to the flexibility demand brought by load ramping, load, and wind power prediction bias. When the load was low and the wind power was large, the thermal power unit was in deep peak regulation and the energy storage is charged, which improved the ability of the system to adapt to wind power and reduced the wind abandonment of the system. When the load was at peak and the wind power was low, part of the load was in an interrupted state and the stored energy was discharged, which relieved the load pressure at the peak time and reduced the system's loss of load. In conclusion, when the three kind of flexible resources work together, except for the reduction of the wind power abandonment and loss of load, the operating economy of the system in Case 5 showed the superiority over that of in other cases, and the total dispatching cost was reduced by 18.71% compared with that of Case 1. It can be concluded that the scheduling method proposed in this paper could provide a guiding direction for solving the problem of peak regulation caused by large-scale wind power integration.
Sensitivity Analysis of Wind Power Capacity
This section analyzed the system operation indicators under different wind power capacities, which are shown in Table 3 .
The analysis in this section was based on the Case 5. Table 3 reveals that an increase in wind capacity led to a decreased cost of power generation. However, due to the increase of wind capacity, the flexibility demand brought by the anti-peak characteristic of wind was enhanced, which resulted in the increase of start-stop costs and deep peak regulation costs of the system. When the wind power capacity reached 1000 MW, the total dispatching cost of the system achieved the lowest level. While the wind power access capacity continued to increase to 1200 MW, the penalty cost for wind abandonment and loss of load increased greatly because of the limited regulation capacity of the system units, the insufficient capacity of energy storage equipment, and the limited demand response resources. The increasing magnitude of penalty cost for wind abandonment and loss of load was larger than the reduction of generation cost, which contributed to the increase of the total dispatching cost of the system. Therefore, the wind power consumed by the system cannot grow indefinitely, due to the limitation of capacity of flexible resources. 
Conclusions
A model for optimizing the unit commitment, the charging/discharging profile of energy storage, and interruption plan for interruptible loads has been proposed in this paper, the objective of which is to minimize the overall cost of the power system. By means of the power system flexibility margin index, it becomes simple to evaluate the adjustment potential of various flexible resources and the flexibility of system operation.
An implementation of case studies based on a RTS96 test system showed that deep regulation of thermal units and energy storage enhanced the downward-regulation ability of the system to adapt to wind power and reduce the wind abandonment of the system; meanwhile, demand response and energy storage improved the upward-regulation ability of the system to relieve the load pressure at the peak time and decrease the system's loss of load. Different types of flexible resources containing deep regulation of thermal units, energy storage, and demand response can not only enhance the flexibility of system operation to cope with the flexibility demand of load ramping, load, and wind power prediction bias, but can also reduce systems' wind power abandonment rate and improve the economics of operation. In addition, the results of the examples showed that multi-type flexible resources had better regulation characteristics and operational economy than those of systems with a single flexible resource.
